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MATCHLINE

MATCHLINE

RESIDENTIAL AREAS TO
HAVE INSTITUTIONAL HEADS
AND SHALL BE SECURED /
ANCHORED ON BACK SIDE
PER MFG.  LIGHT HAZARD.

LIGHT HAZARD 0.1/1,500.
QUICK RESPONSE HEADS,
AREA REDUCTION ALLOWED
PER NFPA 13. 100 GPM  HOSE.

30 CANDELA STROBES ARE
SHOWN IN SLEEPING BATH
ROOMS BECAUSE WE
COULD NOT FIND A 15 CD
WEATHER PROOF STROBE.
15CD WP IS ACCEPTABLE.
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